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ELECTRICAL DEMOLITION NOTES

xxxxx

1. WHERE COMPLETE CIRCUITS ARE DEMOLISHED, THE WIRING AND RACEWAY
SHALL BE DEMOLISHED BACK TO THE BRANCH CIRCUIT PANELBOARD. THE
DEMOLISHED CIRCUIT'S BREAKER SHALL BE LABELED AS "SPARE" ON THE PANEL

SCHEDULE.

2. WIRING AND RACEWAY SHALL BE PROVIDED AS NECESSARY TO RE-ENERGIZE
EXISTING OUTLETS TO REMAIN WHEN POWER TO SUCH OUTLETS IS INTERRUPTED

DUE TO DEMOLITION OF OTHER DEVICES ON THE SAME CIRCUIT.

3. CONTRACTOR SHALL USE CARE IN REMOVING DEVICES AND FIXTURES AND SHALL
MAKE THEM AVAILABLE TO THE OWNER FOR FUTURE USE. ALL DEVICES AND
FIXTURES NOT RETAINED BY THE OWNER SHALL BE DISPOSED OF BY THE

CONTRACTOR IN ACCORDANCE WITH THE OWNER'S INSTRUCTIONS.

4. ALL PENETRATIONS OF FIRE RATED PARTITIONS DUE TO THE REMOVAL OF
ELECTRICAL SYSTEMS SHALL BE SEALED TO MAINTAIN THE FIRE RATING OF THE

WALL.

5. ALL EXISTING DEVICES AND EQUIPMENT MAY NOT BE SHOWN ON PLANS.
CONTRACTOR SHALL VISIT THE SITE BEFORE SUBMITTING BID TO OBSERVE

EXISTING CONDITIONS.

6. ALL FIRE ALARM SYSTEM DEVICES REMOVED FROM AREAS TO BE RENOVATED
SHALL BE SALVAGED FOR RE-USE. REMOVE, STORE, AND CLEAN BEFORE RE-

INSTALLINGS. REFER TO DRAWING ES-07 FOR NEW LOCATIONS.

7. MOST DEVICES SHOWN IN EXISTING PATIENT ROOMS HAVE BEEN REMOVED. BOX

AND BLANK COVERPLATE REMAIN.

KEYED NOTES

1 {.T. CLOSET NETWORK EQUIPMENT TO REMAIN. DEMOLISH ALL TELE/DATA
HORIZONTAL CABLING BACK TO PUNCH-DOWN BLOCKS AND HORIZONTAL RACK

MOUNTED EQUIPMENT.

2 PNEUMATIC TUBE STATION TO REMAIN
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